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TECHNICAL EXHIBIT 30

VENTILATION SYSTEMS

BUILDING NO: 4

MFG: GENERAL AIR RESOURCES
MDL NO: 13C3

POWER SUPPLY: 115 PH1
MOTOR HP:1/3

BUILDING NO: 4

MFG: GENERAL AIR RESOURCES
MDL NO: WFB24M

POWER SUPPLY: 208 PH3
MOTOR HP: 1

BUILDING NO: 4

MFG: ATB

MDL NO: 48AT10B

POWER SUPPLY: 208 PH3
MOTOR HP: 3 RPM: 1725

BUILDING NO: 4
MFG: CHELSEA
POWER SUPPLY: 120V PH1
MOTOR HP: 1/4

BUILDING NO: 4

MFG: DAYTON

MDL NO: 9K3878

POWER SUPPLY: 120V PH1
MOTOR HP: 1/4

BUILDING NO: 4

MFG: EMERSON

MDL NO:

POWER SUPPLY: 120 PH1
MOTOR HP: 1/4

BUILDING NO: 14
MFG: NO NAME PLATE
MDL NO:

POWER SUPPLY: 120
MOTOR HP: 1/2

BUILDING NO: 6
MFG: COOK (2 EACH)

MDL NO: ACE-B

POWER SUPPLY: 208 PH1
MOTOR HP: 1

CFM: 8000

BUILDING NO: 6

MFG: COOK

MDL NO: 135CIC

POWER SUPPLY: 208 PH1
MOTOR HP: 2

CFM: 2000

BUILDING NO: 6
MFG: COOK (2 EACH)

MDL NO: 150CIC

POWER SUPPLY: 208 PH1
MOTOR HP: 2

CFM: 1500

BUILDING NO: 7

MFG: FLO AIR

MDL NO: 213

POWER SUPPLY: 115V PH1
MOTOR HP: 1/4

BUILDING NO: 7

MFG: FLO AIR

MDL NO: 418

POWER SUPPLY: 115V PH1
MOTOR HP: 1/4

BUILDING NO: 8

MFG: FLO AIR

MDL NO: 213

POWER SUPPLY: 115 PH1
MOTOR HP: 1/4

BUILDING NO: 8

MFG: FLO AIR

MDL NO: 418

POWER SUPPLY: 115V PH1
MOTOR HP: 1/4

Attachment 1

List isapproximate. Contractor shall create and maintain an updated and accurate list of the technical exhibits
equipment and materials and submit the list to DPW monthly.
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TECHNICAL EXHIBIT 30

VENTILATION SYSTEMS

BUILDING NO: 15

MFG: CAPTIVE AIRE

MDL NO: CA-30BFT

POWER SUPPLY: 208 PH3
MOTOR HP: 5 RPM: 850
CFM: 8000

BUILDING NO: 15

MFG: CAPTIVE AIRE

MDL NO:CA-13BFT

POWER SUPPLY: 208 PH3
MOTOR HP: 3/4 RPM: 1530
CFM: 1600

BUILDING NO: 17

MFG: POWER LINE

MDL NO: BRE 122 CAO1
POWER SUPPLY: 120 PH1
MOTOR HP: 1/4 RPM:

BUILDING NO: 24

MFG: TCE

MDL NO: 48TETB

POWER SUPPLY: 208 PH3
MOTOR HP: 5

BUILDING NO: 24

MFG: TCE

MDL NO: 15TE2B

POWER SUPPLY: 120 PH1
MOTOR HP: 1/4

BUILDING NO: 31

MFG: GENERAL AIR RESOURCES
MDL NO: BK 361 (BATHROOM FAN)
POWER SUPPLY: 120

MOTOR HP: 1/8.

BUILDING NO: 12
MFG: (EXHAUST FANS) (9 EACH)
MDL NO:

POWER SUPPLY: 115V PH1

BUILDING NO: 14
MFG: CHELSEA

MDL NO: FH 48
POWER SUPPLY: 208
MOTOR HP: 2 RPM:

BUILDING NO: 26
MFG: GENERAL RESOURCES CORP
MDL NO: DRX13C

SN: 199303
POWER SUPPLY: 115 PH1
MOTOR HP: 1/12 RPM: 360

BUILDING NO: 26
MFG: GENERAL RESOURCES CORP
MDL NO: SRDX10D

SN: 199293
POWER SUPPLY: 115 PH1
MOTOR HP: 1/6 RPM: 1550

BUILDING NO: 26
MFG: GENERAL RESOURCES CORP
MDL NO: SID10A

SN: 199294
POWER SUPPLY: 115 PH1
MOTOR HP: 1/4 RPM: 1750

BUILDING NO: 30

MFG: GENERAL AIR RESOURCES
MDL NO: BRX 24K

POWER SUPPLY: 115V PH1
MOTOR HP: 2HP

Attachment 1

List isapproximate. Contractor shall create and maintain an updated and accurate list of the technical exhibits
equipment and materials and submit the list to DPW monthly.
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TECHNICAL EXHIBIT 30

VENTILATION SYSTEMS

BUILDING NO: 31

MFG: GENERAL AIR RESOURCES
MDL NO: BK 361 (BATHROOM FAN)
POWER SUPPLY: 120

MOTOR HP: 1/8

BUILDING NO. 31

MFG: GENERAL AIR RESOURCES
MDL NO: WFB24M

POWER SUPPLY:208

MOTOR HP:1

BUILDING NO: 151
MFG: AIRMASTER
MDL NO: CAT#24263
POWER SUPPLY: 115
MOTOR HP: 1/6

BUILDING NO: 120

MFG: ACME CENTER MASTER
MDL NO: P10DZ

SN: WILA363901

POWER SUPPLY: 120

MOTOR HP: 1/4 RPM:

BUILDING NO: 220*
MFG: FRIGIDAIRE
MDL NO: FAS226W2A3

BUILDING NO: 290*

MFG: FRIGIDAIRE

MDL NO: FAS226W2A3

SN: JK81849209 (FRONT UNIT)
SN: JK81849151 (REAR UNIT)

BUILDING NO: 44 DATA SEE TE-29

BUILDING NO: 31

MFG: GENERAL AIR RESOURCES
MDL NO: BRX24K

POWER SUPPLY: 110 PH1
MOTOR HP: 2 HP

BUILDING NO: 120

MFG: ACME CENTER MASTER
MDL NO: D10DzZ

SN: WEAO63901

POWER SUPPLY: 120

MOTOR HP: 1/4

BUILDING NO: 160

MFG: NO NAME PLATE

MDL NO:

POWER SUPPLY: 115

MOTOR HP: ILG MOTOR 1/4 HP

BUILDING NO: 305

MFG: NO NAME PLATE

MDL NO:

POWER SUPPLY: 115

MOTOR HP: ILG MOTOR 1/4 HP

BUILDING NO: 249*

MFG: FRIGIDAIRE

MDL NO: FAS226W2A3

SN: JK81849207 (FRONT UNIT)
SN: JK81849152 (REAR UNIT)

BUILDING NO: 306

MFG: NO NAME PLATE
POWER SUPPLY: 115

MOTOR HP: ILG MOTOR 1/4 HP

Attachment 1

List isapproximate. Contractor shall create and maintain an updated and accurate list of the technical exhibits
equipment and materials and submit the list to DPW monthly.



